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HVAC EQUIPMENT SCHEDULE
AR SEE MOTOR DATA _ | BASED ON
MARK | LOCATION/FUNCTION |FLOW | (N | TYPE __| ACCESSORIES | SREENHECK
(CEM) |W.C.) | DRIVE HP [ RPM [VOL T/PH/HZ e
EF-1 | OP. FLOOR EXHAUST | 2126 | 0.25 |DIRECT I/, | 860 208/3/60 7 CW-160C
EF-2 | SUMP_FLOOR EXHAUST | 3035 | 0.25 |DIRECT ¥, |11401 208/3/60 7 CW-1608
ACCESSORIES: 1. BACKDRAFT DAMPER '
CONTROL DAMPER SCHEDULE
ey SIZE BASED ON INTERLOCK W/
MARK DESCRIPTION TYPE CFH |PRESSURE D B Soe
(N, W.G,) [(W_X H TN
CD-1 | ENGINE GEN, EXHAUST | OPPOSED BLADE [19700| < 001 | 48 X 78 | OD 102 |ENGINE GEN INTAKE
CD-2 | ENGINE GEN. INTAKE OPPOSED BLADE |22330] < 0.01 | 48 X 78 | CD 102 |ENGINE GEN, EXHAUST
CD-3 | OP. FLOOR INTAKE OPPOSED BLADE | 1065 | < 0.01 | 48 X 24 | CD 102 |OPER. ROOM EXHAUST
UNIT HEATER SCHEDULE
TMTG [ELEMENT| HEATING ! i :
MARK LOCATION  |TYPE| HT | RATING | COIL DATA FAN MOTOR DATA BASED ON = IREMARKS
NUMBER (FTI| (kw)  |VOLTS.PH/HZ|[CFM | HP |RPM [VOLY/PH/HZ | CHROMALOX
EUH-1%2] CONTROL ROOMHORIZ| 10 | 7.5 480/3/60 |750 (17101550 | 480/3/60 |LUH-10-23-32{2 REQD

ACCESSORIES: 1. WALL MOUNTING BRACKET

2, THERMOSTAT

3. SUMMER FaN SWITCH KIT

ENG INEERW ARCH ! TECTMPL ANNERS -

EAST GRAND FORKS,
MINNESOTA
'FLOOD CONTROL
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